MIN. 2X STUDS AT 16" O.C., SEE STRUCTURAL DRAWINGS
"MINERAL WOOL" BATT INSULATION PER ORIGINAL RL AND U371

EXTERIOR CEMENT PLASTER OVER FIBERGLASS MAT GYP. SHEATHING AT EXTERIOR CONDITIONS

1 LAYER 5/8" FIBERGLASS MAT GYP. SHEATHING

WOOD STRUCTURAL SHEAR PANEL WHERE OCCURS, SEE STRUCTURAL DRAWINGS

EXTERIOR CEMENT PLASTER, MIN. THICKNESS 3/4" TO FACE OF LATH

2 LAYERS 5/8" TYPE 'X' GYP. BD. AT INTERIOR CONDITIONS

2 HOUR RATED PER UL DESIGN No. U371

2 HOUR EXTERIOR WALL

3" = 1'-0"