1 1/2" LIGHTWEIGHT CONCRETE

CARPET AND PAD

MIN. 19/32" WOOD STRUCTURAL PANEL SUBFLOOR, SEE STRUCTURAL DRAWINGS

MIN. 9 1/2" DEEP JOISTS AT 24" O.C., SEE STRUCTURAL DRAWINGS

MIN. R-11 BATT INSULATION

1 LAYER 5/8" GYP. BD.

RESILIENT CHANNELS PERPENDICULAR TO JOISTS AT 24" O.C.

STC 58 AND IIIC 77 PER CALIFORNIA OFFICE OF NOISE CONTROL ASSEMBLY No. 2.1.4.2.1.9

NON-RATED STC 58 I-JOIST FLOOR ASSEMBLY (LWC TOPPING)

3" = 1'-0"